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Abstract—This paper describes a comparative study of induc-
tion motor testing standards IEEE 112 and newly published
IEC 60034-2-1, primarily used in the United States and Europe,
respectively. IEC 60034-2-1 has been refined from its earlier ver-
sion IEC 60034-2 with reference to the IEEE 112. Six induction
motors are tested following the two standards and the results are
compared with regard to their instrumental accuracy and testing
procedures. Power loss results are validated by the calorimetric
method. A quantitative method is devised to evaluate the mea-
surement uncertainty that can be interpreted into an efficiency
deviation by quadrature addition. This paper is aimed to provide
a guideline on interpreting the measured machine efficiency values
using these standards and to validate the new IEC standard.
Index Terms—Calorimetry, IEC, IEEE standards, induction
motors, loss measurement.
I. INTRODUCTION
I T is well known that induction motor testing standards varysignificantly in their defined methodologies, instrumenta-
tion accuracy, and testing procedures. Sometimes, the efficiency
value for the same motor can differ by 5% with different stan-
dards [1]. Even though the same standard is used in experi-
mental tests, the machine efficiency can still vary by more than
2% when performed in different testing sites or by different
testers [2]. Although some authors have suggested working to-
ward a worldwide uniform standard for the testing of induction
motors [3]–[5], this is far cry from an easy task. The difficulties
are partially due to diverse sources of measurement uncertainty
and lack of accurate uncertainty estimation techniques.
IEEE 112 [6] is perhaps the most widely adopted standard in
industry. Although it is primarily used in the United States, some
international standards are in line with it such as the Canadian
standard C390-93 [7]. In Europe, the International Electrotech-
nical Commission (IEC) standard 60034-2 [8] was in use until
recently. This was a relatively easy standard to apply in practice
and required little information in determining the winding tem-
perature and stray-load loss. As a result, it suffered from high
measurement uncertainties and had been criticized for many
years [4], [9]–[12]. The new standard IEC 60034-2-1 [13] was
published in November 2007 and refined from its previous ver-
sion with significant reference made to IEEE 112. In this paper,
IEEE 112 serves as a yardstick for comparison purpose.
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TABLE I
INSTRUMENTATION ACCURACY AND EFFICIENCY ESTIMATION (IN PERCENT)
By investigating the measurement uncertainties in experimen-
tally determined induction motor efficiency, each error source’s
relative influence on the losses and efficiency can be estimated.
As a consequence, a realistic perturbation-based estimation
(RPBE) method is proposed that incorporates all the signifi-
cant error sources and that can be used to evaluate the overall
accuracy of loss and efficiency calculations.
A test rig is set up to directly measure the machine power loss
by the standard methods and a high-precision 30 kW calorimeter
is also employed to justify these power loss measurements. Six
general purpose three-phase induction motors rated between 5.5
and 150 kW are carefully tested using IEC 60034-2-1 and IEEE
112-B methods.
The aims of this paper are to assist in interpretations of mea-
sured efficiency data and also to check the effectiveness of
IEC 60034-2-1.
II. IEEE 112 AND IEC 60034-2-1
IEEE 112 has been widely accepted as being a milestone in
induction motor testing standards and proven to be reliable and
consistent while the newly published standard IEC 60034-2-1
has not yet been validated in the literature.
In order to compare the two standards, three error sources
are considered here: instrumental, methodological, and human
factors. These in combination determine the overall accuracy of
power losses and efficiency of the induction motor under test.
A. Instrumentation Accuracy
Without a doubt, instrumentation accuracy plays a key role in
an experimental measurement. Shown in Table I are the instru-
mentation accuracies specified in the two standards. It can be
seen that the new IEC standard defines nearly the same instru-
mental accuracy as the IEEE counterpart, and thus, represents
0885-8969/$26.00 © 2009 IEEE
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a significant improvement on its previous version of the IEC
standard.
However, using an instrument having similar accuracy does
not necessarily yield similar results. The differences arise from
diverse methodologies and testing procedures defined in the
standards, and human involvement in the measurement.
B. Methodology
The two standards define several methods to determine the
losses and efficiency. This paper focuses particularly on the
input–output methods with loss segregation, which are exten-
sively used in industry.
First, to determine the stator conductor loss, it is necessary to
acquire either stator winding resistances or temperatures under
any testing conditions. IEEE 112 requires a stator winding re-
sistance to be measured when the motor is cold prior to any heat
run test. This serves as a reference resistance and is later used to
calculate winding resistances for all load conditions, with mea-
sured winding temperatures. Clearly, some temperature sensors
are needed to obtain the winding temperature, and thus, this ap-
proach is intrusive to those induction motors in service. On the
contrary, in IEC 60034-2-1, the winding resistance is directly
measured before the highest load and after the lowest load points
by shutting down the motor, measuring the terminal resistance,
and extrapolating back to zero time. The actual winding tem-
perature is not required. This method provides two readings of
the winding resistance, corresponding to the rated and lowest
load points. Winding resistances for higher loads than 100% are
assumed to be that for the rated load while winding resistances
for lower loads are assumed to be the arithmetic mean of the
two readings using a straight line interpolation. An obvious ad-
vantage is the elimination of the need for internal temperature
sensors, and therefore, the test can be applied to a wide range of
induction motors without having to take them apart. However,
accurate winding temperature is not guaranteed.
In terms of core loss determination, the two standards define
similar no-load tests to segregate the friction and windage losses
from the core loss. In IEEE 112, core loss should be the same
for all load points, but in the IEC standard, the core loss varies
with load, depending on the resistive voltage drop in the stator
winding, according to the equation
Ur =
√(
U −
√
3
2
× I ×R cos θ
)2
+
(√
3
2
× I ×R sin θ
)2
(1)
where U , I , and R are the line voltage, current, and resistance,
respectively, and θ is the power factor angle.
It is obvious that the IEC method is more precise than the
IEEE method in this respect since the actual magnetization volt-
age (and thus, core loss) is determined by deducting the stator
winding resistive voltage drop from the phase voltage.
For stray-load loss determination, the two standards use sim-
ilar techniques. Namely, the residual loss is first derived by re-
moving determinable traditional losses from the total loss, and
then, the curve is smoothed to find the stray-load loss using a
linear regression analysis. A minor difference is the correlation
Fig. 1. Assigned allowances for stray-load loss.
coefficient in the curve fitting of stray-load loss, where IEEE
112 specifies a minimal of 0.9 and the IEC standard, 0.95.
In case a direct determination of stray-load loss is not fea-
sible, this loss component can be estimated by both standards
using given allowances that are a function of either input power
(IEC 60034-2-1) or output power (IEEE 112). These ratios are
plotted in Fig. 1 for comparison. Although these allowances
have statistical implications of stray-load loss and are already
better than a fixed allowance, as defined in IEC 34-2, these do
not reflect the design and construction of an individual motor.
By its nature, stray-load loss is indeed machine-specific and any
arbitrary allocation for this loss is unjustifiable when measure-
ments can be made [12].
With regard to the rotor conductor loss, and friction and
windage losses, both standards share the same techniques and
make no meaningful difference between the two.
C. Testing Procedures and Human Factors
There are some distinctions between the two standards in
their definitions of conducting no-load and load tests.
IEEE 112 Method B specifies the following conditions.
1) When input power varies within 3% measured at two suc-
cessive 30 min intervals with no load applied, thermal
equilibrium is assumed. No-load test is carried out from
125% of rated voltage down to the voltage point, where
voltage reduction would further increase the current, with
no specified number of total testing points.
2) When measured machine temperature varies within 1 ◦C
at 30 min intervals with rated load applied, thermal equi-
librium is achieved. Rated and part-load tests are sub-
sequently conducted with six decreasing torque readings
from 150% down to 25% of the rated load torque.
3) It is advisable to take several readings at each voltage
or load point in short periods of time and to average the
results for a more accurate value.
4) Stator winding resistances are derived from the reference
resistance and actual temperature rises under no-load and
load conditions. Temperature sensors can be mounted onto
two end-winding connections, in the stator slot, or buried
in the core lamination although it is preferred to install at
the hottest part of the machine.
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IEC 60034-2-1 specifies the following conditions.
1) When thermal equilibrium is assumed, no-load test is
taken with at least four points equally spaced between
60% and 125% (including 100%) and at least three points
equally spaced between 20% and 50% of rated voltage.
2) When measured machine temperature varies within 2 ◦C/h
with rated load applied, thermal equilibrium is achieved.
Four load points are read approximately equally spaced
between 25% and 100% (including 100%) and two val-
ues equally spaced above 100% and not exceeding 150%
of rated load. Rated and part-load tests are carried out
from the highest load to the lowest in descending order.
These tests should be performed as quickly as possible to
minimize temperature changes in the motor.
3) Preferably, the winding temperature is determined by the
direct measurement upon the rated load test using the
shortest possible time by the extrapolation procedure. Af-
ter the lowest load point is processed, another reading of
the winding temperature is recorded. The two readings are
used to predict winding resistances for all other loads. Al-
ternatively, the winding temperature can also be measured
with temperature sensors, similar to the IEEE procedures.
However, there is no definition where the sensors should
be attached to obtain an average winding temperature.
Human errors arise from interpreting the standard and test
procedures, undertaking the practical measurements, and pro-
cessing test results. For instance, the measurement error when
the instrument is not used properly is attributed to human er-
rors. However, defining a testing standard would be relatively
straightforward if everyone who were using exactly the same
measuring equipment had the same basic test rig and supply
capability, relative to the test motors. Unfortunately, this is not
the case in the real world and it becomes impossible to fully
define a testing procedure within a standard although, of course,
the procedural definitions are made as rigid as possible.
From the procedural definitions of the two standards, there
are several issues that can be raised. First, for most induction
motors with rating below 150 kW, stator joule loss is likely to
be the single greatest loss component. It is self-evident how
important it is to determine the stator winding resistance with
precision under any conditions. Nevertheless, the way the IEC
standard predicts stator winding resistances is open to human
interferences in the test process. On the one hand, taking a
measurement too quickly at each part-load change would lead
to errors if the transient has not had time to stabilize sufficiently.
On the other hand, taking a measurement too slowly at each
part-load would alter the operational condition that is set to be
the rated load. In this respect, IEEE 112 provides a relatively
accurate method to determine the stator winding resistance by
using temperature sensors to obtain local winding temperatures.
Second, the location of the sensors inserted in the machine
brings about deviations substantially, particularly when the ma-
chine is experiencing a high rate of temperature change. In
general, the temperature difference between end-winding con-
ductors, stator slots, and core laminations can be easily in excess
of 5 ◦C. Indeed, IEEE 112 is already better than the IEC coun-
terpart since the former at least suggests obtaining the highest
TABLE II
LIST OF FEATURES OF IEEE 112 AND IEC 60034-2-1
temperature for the stator windings while there is no detail given
in the latter. However, the IEEE method may only give a good
approximation of the winding resistance but not a precise one.
In essence, the thermal dynamics of the machine is complex so
that the rate of temperature change is significantly different at
different machine locations relative to the airflow paths. It may
be accurate to install several sensors at various parts of the stator
winding for a mean value, or ultimately, to use a direct online
resistance measurement system [14], [15].
Third, the number of voltage or load points performed in
the test by the IEEE standard is also open to human interpre-
tations. Although the IEC standard specifies six approximately
equally spaced points between 20% and 150%, the test results
are actually plotted against load torque squared for deriving the
stray-load loss. It is obvious that higher load points would carry
a greater weighting factor over lower ones when extrapolating
a linear line to zero torque, owing to the magnifying effect by
the square function. A similar case occurs for no-load tests in
specifying the voltage points so as to determine friction and
windage losses by the linear regression technique.
Major similarities and differences of IEEE 112 and
IEC60034-2-1 are summarized in Table II.
III. EXPERIMENTAL FACILITIES
A schematic of the test rig for standard motor testing used
in this study is shown in Fig. 2. This test rig consists of a dc
load machine coupled to the test motor by a torque transducer
mounted in a Carden shaft. There are no additional bearings
between the torque transducer and the test motor. Armature
current control using a Ward–Leonard system ensures smooth
torque from the dc machine even at light load. The ac supply to
the test motor is provided by an ac generator, which is driven by
an inverter-fed, synchronous motor. Coupled to the same shaft
as the generator and synchronous motor is a dc machine that
forms part of the Ward–Leonard system and that reclaims energy
from the test motor. This configuration is capable of providing
precise and constant supply frequency. The automated voltage
regulator of the generator gives voltage control from 0% right
through to 130% of the nominal rated value. Supply imbalance
and distortion are negligible with a balanced load.
In conjunction with the test rig, a calorimeter is also employed
for validation of the power loss measurement, as also shown
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Fig. 2. Schematic of the test rig and the 30 kW calorimeter [16].
in Fig. 2. This calorimeter is basically an airtight thermally
insulated enclosure with a sandwich structure. The induction
motor is placed in the calorimeter for test while the airflow is
arranged to pass through the calorimeter and to exhaust the heat
generated by the motor. When thermal equilibrium is attained
and all the heat leakage through the walls and connection paths
are prevented or calibrated, the total power loss of the test motor
is assumed to be the heat loss extracted by the air, which is
computed from the air’s thermal properties measured at the
entry and exit ports. More details of this calorimeter can be
found in [16].
The calorimeter can provide an alternative but high-precision
means of power loss measurement. Unlike input–output meth-
ods, its accuracy is independent of motor power rating, excita-
tion, and supply conditions [16]. However, the calorimetric tests
are costly and all of long duration. Currently, this calorime-
ter can measure power losses to an overall accuracy better
than 0.2%, but is limited to induction motors of approximately
30 kW.
IV. UNCERTAINTY IN THE STANDARD METHODS
In a scientific measurement, the associated error commonly
comprises three components
ξ = ξi + ξm + ξh (2)
where ξ is the overall measurement error, and ξi, ξm , and
ξh are the instrumental, methodological, and human errors,
respectively.
In machine testing, the first two uncertainty sources arise
from the instrumental accuracy, methodologies, and testing
procedures defined by the standards. The human error is associ-
ated to the ways the personnel interpret the standards, conduct
the test, and process test results.
Previously, the worst case estimation (WCE) [17], [18]
has been employed for the evaluation of measurement uncer-
tainty. For example, for estimating the efficiency, the following
equation is used:
efficiency = Pout
Pin
=
Pout(1± e1 ± e2 ± · · · ± em )
Pin(1± ea ± eb ± · · · ± en ) (3)
where e1 , e2 , . . . , em are the percent errors in the measured
variables associated with the computation of output power, and
ea , eb , . . . , en are those associated with input power.
The maximum and minimum efficiency values can be easily
determined and then used to estimate the spread of measured
efficiency. In effect, this method is to summarize all the possi-
ble and maximum instrument-related uncertainties present in a
measurement with reference to the instrumental accuracy. Ob-
viously, this represents an overestimation of the error and is
unlikely to occur in reality.
As an improvement, an RPBE is proposed for assessing un-
certainty in the losses and efficiency. This technique considers
the differing influence and significance of each measured vari-
able, and summarizes all the major uncertainty contributors in
quadrature addition, with reference to the instrumental accuracy
of these variables specified in the standards.
When a number of instruments are involved in a measurement,
a multivariable equation can be used to represent this complex
system
y = f(xi, zj ) (4)
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where y is the output variable (e.g., efficiency), xi (i = 1, . . . , n)
are the input variables, and zj (j = 1, . . . , m) represent additive
noise that is not purely made up of bias levels.
A perturbation ∆x in the independent variable x will lead to
a deviation ∆y in y. The influence coefficient of the variable x
is defined as [19]
Ix =
∆y/y
∆x/xi
=
∂f
∂xi
xi
y
. (5)
Provided all uncertainties are independent and random, the
absolute error of the measurement at the output y may be written
as
∆y = y
n∑
i=1
Ixi
∆xi
xi
+
m∑
j=1
∂f
∂zj
zj . (6)
Thus, the WCE for y can be expressed as
∆y
y
=
n∑
i=1
Ixi
∆xi
xi
+
1
y
m∑
j=1
∂f
∂zj
zj . (7)
The overall RPBE can be defined as
∆y
y
=
√√√√ n∑
i=1
(
Ixi
∆xi
xi
)2
+
1
y2
m∑
j=1
(
∂f
∂zj
zj
)2
. (8)
In the case of calculating an induction motor’s losses and
efficiency (output variables), it is necessary to measure voltage,
current, power, frequency, torque, speed, resistance, tempera-
ture, and other input variables. Using (5), each individual input’s
influence coefficient on an output can be computed. The signifi-
cance of this input variable is given by multiplying its influence
coefficient by its measurement accuracy defined by the standard
method. By repeating this process, all the measured variables
are evaluated and become comparable. More importantly, the
“shortest bar in the bucket” can be identified by rating the input
variables’ significances. If all the error sources are summed up
in quadrature addition using (8), an overall realistic error in the
output variable can be calculated.
The advantages of identifying the significance of each indi-
vidual error source are twofold. First, it can be used in combi-
nation to assess the standard methods in terms of measurement
accuracy and result spread. Second, it can be used to guide
measurement error mitigation measures. That is, targeting these
prime error sources is a cost-effective method to improve the
overall measurement accuracy.
V. RESULTS AND DISCUSSIONS
Six induction motors rated at 5.5, 11, 45, 90, 132, and 150 kW
are carefully tested following the standard input–output methods
defined in IEEE 112-B and 60034-2-1. They are labeled A–F
and the details are given in the Appendix. Of the six motors, a
four-pole, 50 Hz, 5.5 kW motor (motor A) is also subjected to
calorimetric tests within the 30 kW calorimeter.
The standard test procedures are based on no-load, full-load,
and part-load tests. Part-load tests are required to be taken as
quickly as possible in both standards, from the highest load to
Fig. 3. Comparison of standard input–output and calorimetric methods.
the lowest, following a steady-state rated load test, i.e., part-
load tests are essentially conducted at the temperature of the
machine related to the full-load condition. Yet, in the calori-
metric tests, the part-load results correspond to the steady-state
machine temperature associated with the part-load condition
of operation. This might lead to some differences between the
standard and calorimetric approaches, especially for those light
loads.
A. Calorimetric Tests
As discussed previously, the calorimeter can provide accurate
results for total power loss. But loss segregation still relies on
other methods. In this case, IEEE 112-B is used. Since stray-load
loss in the induction motor is a sensitive component derived from
subtracting the identifiable losses from the total power loss, it is,
thus, used in this study for comparison between calorimetric and
input–output methods in terms of detecting a small loss change.
Test results are plotted in Fig. 3.
Fig. 3 presents the residual loss plotted against the square
of load torque for motor A. Results for a range of load values
including 25%, 50%, 75%, 85%, 100%, and 110% are obtained
by the calorimeter along with two sets of IEEE 112-B and IEC
60034-2-1 test results that extend load points further to 130%.
Clearly, Fig. 3 gives a good impression of the shape of the
residual loss curve that is forced to fit a straight line. The figure
also shows a good agreement between the residual loss val-
ues obtained by the calorimetric technique and standard input–
output methods. It can be seen that the calorimetric results
present a linear curve shape going through the zero load points
while the IEEE and IEC results give a slight curvature at light
loads and a zero offset, primarily due to the difficulty of the
standard methods to determine small power loss, and in partic-
ular, an inappropriate tracing of stator winding temperatures (or
resistances) when the motor is undertaking a rapid temperature
decrease from reducing loads.
B. Power Loss Results
Power loss results are given in Table III. All loss components,
except friction and windage losses in the table, are corrected
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TABLE III
LOSSES AND EFFICIENCY BY IEEE 112-B AND IEC 60034-2-1 STANDARDS
according to the IEEE and IEC standards. Stray-load losses are
obtained from smoothing the residual losses and removing the
zero offsets.
As shown in Table III, there are no meaningful distinctions
in rotor conductor loss, and friction and windage losses be-
tween IEEE 112-B and IEC 60034-2-1 because both the meth-
ods use exactly the same techniques. Among the six motors, the
distinctions in stator joule loss are insignificant. Although the
determinations of stator winding resistance and/or temperature
are quite different between the two standards, the actual stator
conductor loss results are still close, almost within the measure-
ment uncertainty the instruments can measure. It may be said
that, as long as the standard methods are followed strictly, either
standard can provide relatively accurate values for stator wind-
ing resistance, especially for the rated load condition. However,
testers’ personal experience will play a role in obtaining these
data for other load conditions using the IEC standard where its
procedures are defined loosely.
Conversely, in determining the core loss, the IEC standard
specifies a rather detailed procedure. By taking account of the
stator resistive voltage drop in core loss determination, this stan-
dard will give lower but more accurate core loss values than the
IEEE standard. Clearly, this is the case for all six motors under
test. As can be seen in Table III, the differences in core loss
results between the two methods are in the range of 4–43 W,
typically within a ratio of 1–2% of the core losses except for
motor A, which is a staggering 8%.
Nonetheless, accurate determination of core loss by the IEC
method does not naturally lead to an accurate efficiency figure.
This is due to the nature of stray-load loss that represents the
remainder of loss segregation. In fact, a reduction in core loss
will appear as an increase in stray-load loss even after power
loss corrections. As illustrated in Table III, stray-load loss for
all motors increases by 7–37 W compared with the IEEE ones,
reflecting the similar decreases in core losses.
C. Efficiency Results
It is also shown in Table III that, for these six motors under
test, the efficiency results are exactly the same between the IEEE
and IEC methods for motors A, C, D, and E. There is a 0.1%
difference for motors B and F. In fact, the biggest difference
can be found in the efficiency values other than rated, especially
at the highest loads. Therefore, the rated efficiency alone is
not sufficient to describe a motor’s performance, since it is
highly unlikely for an induction motor to operate under that
rated condition in service.
From this limited number of induction motors, it may be
concluded that a high degree of harmonization has already been
achieved between IEC 60034-2-1 and IEEE 112 standards.
D. Uncertainty Levels
Using WCE and RPBE methods described previously, the
measurement uncertainties in machine efficiency are studied in
a MATLAB program, including those uncertainties resulting
from measurements of voltage, current, power, torque, speed,
frequency, resistance, and temperature. This is done by assess-
ing the impact of each measurement uncertainty on the machine
efficiency results and by adding their significances in a quadra-
ture manner in terms of efficiency values.
These results are also given in Table I. It can be seen that,
provided these standard methods are strictly followed, IEEE
112-B is capable of determining the machine efficiency to an
accuracy of 0.17% with the worst case error of 0.31% while
IEC 60034-2-1 can also provide an accuracy of 0.18% with the
worst case error of 0.33%. A 0.1% difference for motors B and
F falls well in this error range. It should be pointed out that
these uncertainty analyses focus on instrumentation errors only.
In practice, the overall measurement errors are generally greater
and mainly due to human factors [20].
It is obvious that these test results have validated the new IEC
standard in terms of detecting a very small loss in induction
motors and providing accurate efficiency results.
VI. CONCLUSION
A comparative study of IEEE 112 and IEC 34-2-1 standards
for induction motor efficiency evaluation has been presented.
Test results on six induction motors with ratings between 5.5
and 150 kW have verified the effectiveness of the new IEC
standard 60034-2-1, which can offer similar efficiency values
to the IEEE counterpart as long as the procedures are followed
strictly. It can also be said that IEC 60034-2-1 has well aligned
with IEEE 112. However, the two standards present some dis-
tinctions in determining stator conductor loss, core loss, and
stray-load loss, but have no differences in determining rotor
conductor loss, friction and windage losses. The differences in
rated stator conductor losses are virtually within the measure-
ment tolerance while those in core loss and stray-load loss are
relatively significant. Compared to IEEE 112, the IEC standard
can provide more accurate but lower core loss values, and thus,
higher stray-load loss values. Clearly, the rated efficiency val-
ues for the two standards are approximately the same since the
overall power losses by the standard methods are still similar.
In this study, power losses have been validated by calorimetric
approach and efficiency results are examined by the proposed
RPBE technique. Based on test results from these six motors,
it may be concluded that instrumentation errors alone are not
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greater than 0.2% for IEEE 112-B and IEC 60034-2-1. The
greater discrepancies in practical measurements should be at-
tributed to methodological and human errors. As a result, the
procedural definitions in a standard should be made as stringent
as possible to minimize these errors.
APPENDIX
LIST OF TEST MACHINES
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